SHALLOW WELL and CONVERTIBLE PUMP INSTALLATION
PLUMBING INSTRUCTIONS TO ATTACH AT6 and AT15 TANKS
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Tank (AT6) 131009 and (AT15) 132477
Tee, 3/4” - 121377

Nipple, 3/4” x 6” - 132577

Elbow 3/4” Galvanized

Nipple, 3/4” x 1-3/8”
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